Accident Board after the fires and incidents; in these acts they design measures to prevent fire situations on the premises of oil refineries, and there is a necessity to improve regulations in the field of fire safety.
After considering the requirements made by the fire supervision and acts issued by the accident board it has been suggested that the work of the state fire supervision inspectors should be linked with work of the accident board created following the fires. It was proposed that in the process of the regulations development the incident investigation acts should be studied; these acts should concern the incidents in the territory of oil refineries if the Republic of Bashkortostan. It was suggested that regulatory documents in the field of fire safety were enhanced with due account for the measures proposed in the acts of incident investigation at oil and gas enterprises.
Аннотация.
Рассмотрены Let's perform an analysis of the fires at CDU AVT-6 of JSC "Ufa Refinery"
in connection with the acts of commissions established after the fires.
On January 22, 2006 a fire occurred at CDU AVT-6 of JSC "Ufa Refinery"
(further in the text -UNPZ). The cause of the fire was: technical -destruction of the pipeline due to the internal pressure at low temperatures; organizationallack of control by production specialists, the absence of operating procedure manual for periodically functional oil pipeline.
The planned activities to enhance fire safety proposed by the commission investigating the causes of the fire were as follows:
-to conduct a survey of technical devices, metal structures, electric wiring, cables, control and measuring instruments in high temperature zone;
-to reconstruct the damaged technical devices, metal structures, maintenance floor, cable tray system, power utilities, measuring instruments, On October 14, 1994 a fire happened at AVT-2 of JSC "UNPZ". The cause was the fault of the gauge of gas-liquid separator E-2, because of which the E-2 was filled with a liquid product followed by a liquid phase entering the oven injectors. Officially there is no damage. The planned activities to enhance fire safety: to retrofit the reservoir with a liquid level alarm [5] .
Naturally, the elimination of a violation identified by fire supervision inspector, such as mounting the shield will not prevent the cause of the fire, for example, because of the gauge malfunction that caused the one of the fires. At the same time, equipment of reservoir with a liquid level alarm proposed in the act of an emergency commission could prevent the cause of a fire due to a fault gauge.
Conclusions
Thus, after comparing all the causes of fires and violations observed by -a low level of regulatory literature is maintained [7] .
In connection with the previous proposal it is suggested that:
-Fire State Inspector should analyze acts of emergency commissions created after the fires and incidents, and take it into account when elaborating regulations,
-regulatory documents should be improved in the field of fire safety, and the requirements directly connected with causes of fire should be highlighted as priority requirements in fire safety.
